APPENDIX - Xl

PROFORMA FOR SAFE DRINKING WATER AND SANITARY CONDITION CERTIFICATE
No. BIR.PHED/24/2023 Dated: 17.08.2023

It is certified that an inspection team headed by Ramen Barman (Asst. Engineer) (Name of
Officers with designation) from P.H.E.D. Birbhum, (Name of Department/ Office) inspected the
Delhi Public School Rampurhat, Swadhinpur, Rampurhat, Birbhum, W.B. (Name & Address
of the school) on 07.08.2023 (date of inspection) and found that the Delhi Public School
Rampurhat, Swadhinpur, Rampurhat, Birbhum, W.B. ( Name of school) has safe drinking
water facilities for the students and members of staff of the institution and is maintaining the
hygienic sanitation condition in the school building & the campus as per norms prescribed by the

Central/ State/ U.T. Govt.

The above is valid for a period of 1 (One) year.
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Name ..Ramen Barﬁlan ............
Designation . Asst. Engineer, P.H.E.D Birbhum

Name & Address of the Office / Department : ........

To

DELHI PUBLIC SCHOOL RAMPURHAT,
SWADHINPUR, RAMPURHAT,
BIRBHUM

(Name & Address of the Institution)
* The filled up certificate should be either in Hindi or English. If it is issued in vernacular language,

translated notarized version in English be uploaded along with the original vernacular certificate
as a single pdf.



District Name: Birbhum

Government of West Bengal
Public Health Engineering Department

Water Quality Report

Division Name : Public Health Engineering Division, Birbhum Format-I|
Sample Collected by : ANUP DAS, (Delhi Public School Rampurhat, Birbhum) Date of sampling : 11/08/2023
SL. Block Municipality Village Nameof | Ward | Location Test Result Source
NO. ° / Panchayat g Habitation No. Of Source pH | Turb. | EC | TDS | TH | Ca | Mg Cl Alka. | Fe | NO3 | SO4 | F | T.Coli | of Water
1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 | 20 21 22
1 [Rampurhat Ayas GP Swadhinpur | Swadhinpur, | NA Delhi 832 | 045 | 610 | 400 | 220 | 48 | 17 50 240 | 0.15| 0.28 | 7.5 1 <1.1 | Tubewell
-l Birbhum Public
School
Rampurhat
Desirable Limit* Mw 1.0 - 500 | 200 | 75 30 250 200 0.3 45 200 | 1.0 - -
Permessible Limit* in absence of alternate source | NR | 5.0 - | 2000 | 600 | 200 | 100 | 1000 | 600 | 1.0 | NR | 400 | 1.5 | **
Remark :- Analyzed sample water is satisfactory for drinking & domestic Purpose
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